Abstract: This paper proposes an improved artificial bee colony algorithm named Weighted Global ABC (WGABC) algorithm, which is designed to improve the convergence speed in the search stage of solution search equation. The new method not only considers the effect of global factors on the convergence speed in the search phase, but also provides the expression of global factor weights. Experiment on benchmark functions proved that the algorithm can improve the convergence speed greatly. We arrive at the gas diffusion concentration based on the theory of CFD and then simulate the gas diffusion model with the influence of buildings based on the algorithm. Simulation verified the effectiveness of the WGABC algorithm in improving the convergence speed in optimal deployment scheme of gas sensors. Finally, it is verified that the optimal deployment method based on WGABC algorithm can improve the monitoring efficiency of sensors greatly as compared with the conventional deployment methods.
Background
Swarm intelligence appeared in the 1980s as a new research project, and has aroused the attention of the researchers in many fields. The study of swarm intelligence mainly originated from the behavior research on social insects such as ants [1] and bees [2] . The researchers extract models, establish rules and finally obtain related algorithms from the group activities of the insects. The obtained algorithms can be used to solve complex problems by a large number of simple individuals and show the advantages of flexibility, efficiency, and robustness. Meanwhile, a global model is not necessary for the algorithms. Representative algorithms include ant colony optimization (ACO) algorithm, genetic algorithm (GA), particle swarm optimization (PSO) algorithm, and artificial bee colony (ABC) algorithm, etc.
Artificial bee colony (ABC) algorithm first proposed by Karaboga in 2005 is a new intelligent swarm optimization algorithm [2] , which has shown more advantages as compared with some conventional biological-inspired algorithms, such as genetic algorithm (GA) [3] , and ant colony algorithm [4] . In view of such advantages of the ABC algorithm as less control parameters, simpler principle and stronger robustness, it has been applied to function optimization, artificial network training, production scheduling, path planning and so on. The improved ABC algorithm is applied to the gravity matching navigation field by Gao et al. [5] so as to meet the need for high accuracy in gravity aided navigation. The artificial bee colony (ABC) optimization approach is applied to the data gathered from these sensors to help instructors understand their students' reading concentration rates in a classroom environment [6] , the results of which show that the use of the ABC algorithm Miyata and Mori [47] mainly considered the influence of wind direction on the deployment plan, and the sensor node deployment target in that article is that the number of alarm nodes is not less than two in different wind directions under the condition of gas leak. The deployment process is to, firstly, locate the leakage source and initial deployment and determine a threshold leakage rate, then determine the shortest distance between the security region and the leakage source (which is the same to wind direction), and, thirdly, to determine the threshold leakage rate according to the gas diffusion model. This model is simulated using CFD simulate tools with different leakage rate combining ERPG-2 threshold level [48] , the leakage rate reaches the threshold concentration level in the shortest distance, namely threshold leak rate. The leakage rate that is less than the threshold rate will not produce harm. When the leakage rate is greater than the threshold rate, there exist dangers. At last, we use the knowledge to evaluate the right node location. The article [49] is a plan for an offshore oil storage facility in the leak case. The deployment target is to achieve a maximum efficiency with the limited sensors. As to environmental factors, we mainly consider wind direction, wind speed, leakage rate, and leakage location. It simulates the gas diffusion using CFD tools, then samples 50 leakage scenarios, meshes the area, and finally deploys a node in the center of each grid. If the leakage happens, each sensor is sorted in descending order according to the detected gas concentration, then with limited sensors, the topmost positions are selected as the optimal deployment positions. Since the method above-based on the CFD diffusion model-takes many factors into account, it is possible to produce a diffusion model closer to the actual situation. However, it needs a long time to run, the hardware requirements are also quite high.
So, combining environmental properties with gas properties to optimize the deployment plan is the most practical, highest efficient and most accurate way. To solve the problem above, this paper puts forward a gas sensor optimal deployment method based on the improved artificial bee colony (ABC) algorithm, which not only combines the gas diffusion model, but also considers the influence of buildings into the diffusion model. We can get the deployment scheme through actual application. So the method is of a certain practical significance, and at the same time can provide a reference to the current deployment method.
The next section of this paper is to first introduce the artificial colony algorithm, and then propose an improved artificial colony algorithm which is called Weighted Global ABC algorithm, the gas diffusion model combined with the influence of buildings, and a new type of gas sensor deployment optimization method using the improved artificial colony algorithm. At last, it is verified through experiments that the scheme can improve the monitoring efficiency significantly as compared with the deployment schemes according to the standards.
The Basic Artificial Bee Colony Algorithm
There are three kinds of bees in the artificial bee colony algorithm, namely employed bees, onlookers, and scouts, wherein the employed bees go to the food source for honey, the food source is equal to the feasible solution of the objective function, and the number of food sources is equal to the number of feasible solutions, meanwhile, the number of food sources is equal to the number employed bees. Then the onlooker bees choose a food source randomly to compare the probability in the whole foods for crossover and mutation, the function of scouts is to observe whether the food source can be optimized within the limited times, or otherwise the food source would be abandoned, and then the scout bees become the employed bees with a new food source produced.
The process is described as follows:
(1) Employed bee phase
There are two stages in the employed bee stage, the first stage is initialization, in which every food source serves as a feasible solution, and the parameters of the feasible solution are initialized randomly, different function solutions are obtained by computing the objective function with the feasible solution, and then the corresponding fitness is obtained accordingly by putting the function solution into the fitness function, described by Equation (1) as follows:
where f i means the value of the objective function. The second stage is crossover and mutation, making the crossover and mutation to the jth element of every food source with the jth element of its neighbor food source, described by Equation (2) as follows:
where V ij denotes the solution after crossover and mutation, x ij denotes the jth element of the ith, x kj denotes the jth element of the kth solution, and k is neighbor solution of ith solution and it is different from i, φ ij is a random number within the range of [´1, 1]. Then calculate the fitness after crossover and mutation using Equation (1), and compare the calculated fitness with the initial fitness, if the latter is better, then change the parameters to be the latter parameters.
(2) Onlookers phase Get the mutated fitness, then calculate the probability according to the Equation (3):
f itness i denotes the fitness of the every solution, SN denotes the number of the food sources, we can get the probability of every solution according to Equation (3) . Then generate a number in the range of [0~1] randomly, compare the number with the probability, if the number is less than the probability, then continue to cross and mutate.
(3) Scout bee phase
If the feasible solution cannot converge within limited times of crossover and mutation, then abandon the feasible solution, and iterate with a new solution randomly.
Weighted Global ABC (WGABC) Algorithm
The article [15] proposed a GABC algorithm considering the global factor and taking advantage of the information of the global best (gbest) solution to guide the search of candidate solutions, described by Equation (4) as follows:
where y j denotes the jth element of the global optimum solution, ψ ij is a random number in the range of [0,2], but the algorithm cannot improve the convergence speed greatly. In order to improve the exploitation more efficiently, we continue to propose a new algorithm called Global ABC based on the GABC, described by Equation (5) as follows:
V ij " p0.9´iterˆ0.5{max cycleqˆy j`ϕij px ij´xkj q`p0.9´iterˆ0.5{max cycleqˆpy j´xij q (5) where iter is the iterth iteration, maxcycle is the maximum iteration.
0.9´iterˆ0.5{maxcylce is the weighting factor, y j is the jth element of the global optimum solution, Equation (5) considers the global factor into the ABC algorithm.
At the beginning of the iteration, the weighting factor is larger, and the global convergence speed is faster. Since the smaller weights ensure good convergence rate for local search, weight coefficient should become smaller and smaller as the number of iterations increases. The flowchart is given in Figure 1 . In Equation (5), the first term and the third term in the right-hand side of Equation (5) is the weighting factor. Firstly, the gbest terms can expand the search scope of the solution, then reduce the probability of falling into local optimization, therefore, they can improve the convergence precision. Secondly, the gbest terms can drive the new candidate solution towards the global best solution, therefore, they can improve the convergence speed. Thirdly, the weighting factor is very significant. At the beginning of the iteration, the weighting factor is large, which has good convergence speed for global search, with the increase of the number of iterations, the weighting factor decreases, which has good convergence speed for local search.
Therefore, Equation (1) can improve the exploitation ability, convergence precision, and convergence speed of ABC algorithm perfectly.
Although the WPSO algorithm can enhance the global search ability and the local search ability, the effect of the WGABC algorithm is better than WPSO algorithm in the convergence speed and the convergence precision. In Equation (5), the first term and the third term in the right-hand side of Equation (5) are the new added terms, called gbest terms, y j is the jth element of the global best solution, 0.9´iterˆ0.5{maxcylce is the weighting factor.
Firstly, the gbest terms can expand the search scope of the solution, then reduce the probability of falling into local optimization, therefore, they can improve the convergence precision. Secondly, the gbest terms can drive the new candidate solution towards the global best solution, therefore, they can improve the convergence speed. Thirdly, the weighting factor is very significant. At the beginning of the iteration, the weighting factor is large, which has good convergence speed for global search, with the increase of the number of iterations, the weighting factor decreases, which has good convergence speed for local search.
Although the WPSO algorithm can enhance the global search ability and the local search ability, the effect of the WGABC algorithm is better than WPSO algorithm in the convergence speed and the convergence precision. 
Experiments of Algorithm Validation and Analysis

Benchmark Functions
In order to test the convergence speed of the improved algorithm in this thesis, we particularly select six mainstream benchmark functions for test, which are shown in Table 1 . 
Wherein D denotes the dimension of the solution space of each function, and indicates different values due to the benchmark functions [34] [35] [36] [37] [38] [39] [40] [41] [42] [43] [44] [45] [46] [47] . The value of D can be 2 or 3 in Rosenbrock function, and the value of D may be 30 or 60 in other functions. Akay and Karaboga [50] point out that it is not necessary to have a large number of the food sources in the artificial colony algorithm, therefore the number of food sources in this experiment is 20. According to the article [34] , the upper limit of the times of crossover and mutation of each food source is limit = DˆSN, wherein SN denotes the number of food sources, namely the number of feasible solutions, D denotes the dimension of every feasible solution and the limit can prevent crossover and mutation from falling into an infinite loop. When a food source is not convergent after limited times of crossover and mutation, this food source can be abandoned, and then a random solution is generated to continue the crossover and mutation. In order to compare the convergence precision of different algorithms, here, we compare WGABC algorithm with ABC algorithm, GABC algorithm, PSO algorithm, and DE algorithm. The number of food sources is 20 in all ABC algorithms, meanwhile, the number of particles is 20 in PSO algorithm, and the number of populations in DE algorithm is 20. The number of iterations is 2500 in each experiment, and each experiment is repeated 30 times using the MATLAB software simulation. Tables 2-7 show the optimization results of the Sphere function, the Schwefel function, the Rosenborck function, the Rastrigin function, the Ackley function and the Griewank function, respectively. The tables above compare the convergence precision of the three algorithms with different functions, and the average value of 30 experiments is selected as the global optimal value of each algorithm. We can also know that D denotes the average value of different functions, and SD denotes standard deviation in the tables. Except the Schwefel function, the WGABC algorithm proposed in this paper is superior to the basic ABC algorithm and to the GABC algorithm in terms of convergence precision. The global minimum is in bold font, meanwhile, the convergence precision decreases as the dimension of D increases.
Experiment Result
Comparison of Convergence Precision of Different Algorithms
Comparison of Convergence Speed of Different Algorithms
In order to compare convergence speed of different algorithms, we carried on the simulation with the benchmark functions, wherein D is 100, and the number of food sources is 100. The number of particles is 100 in PSO algorithm, both of the coefficient of velocity updating formula is 2, and the dimension of the solution is 100. The number of populations is 100 in DE algorithm, the mutation rate is 0.5, crossover probability is 0.9, meanwhile, the dimension of the solution is 100. The number of iterations in all algorithms is 10,000. The convergence speeds of different algorithms are shown in Figure 2 .
D is the dimension of the feasible solution, and in the experiments D = 100. In the convergence speed graph of the six functions above, the red curve represents the PSO algorithm, the blue curve represents the DE algorithm, the green curve represents the original ABC algorithm, the black curve represents the GABC algorithm literature [15] put forward, and the purple curve represents the WGABC algorithm we proposed. We can see from the diagram, in the process of obtaining the objective function value of six benchmark functions, WGABC as compared with other four kinds of algorithms has good convergence speed in the initial iteration and subsequent iterations, and also good robustness and convergence precision, so that it can improve the performance of ABC algorithm greatly.
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Establishment of the Gas Transmission Model Considering Influence of Buildings
In order to prevent a harmful gas leak which can cause serious consequences, the chemical industrial park will install a gas sensor in accordance with the relevant standards, but the factors such as buildings still have some influence on the gas diffusion model, so the gas sensor deployed according to the conventional rules may not detect gas leaks. For the purpose of optimizing the deployment of gas sensors and improving the monitoring efficiency thereof, we first establish the Gaussian gas diffusion model considering the influence of building factors.
Gaussian Gas Diffusion Model
At present the gas diffusion model is mainly based on the Gaussian diffusion model, as shown below in Equation (6) .
Wherein x is the axis of the diffusion direction that is consistent with the direction of the wind, y axis and x axis are perpendicular to each other in the horizontal plane, and z is perpendicular to the plane made by the y axis and x axis, Q denotes the leaking source intensity, the unit of which is kg/s, u means the wind speed, the unit of which is m/s, H is the height of the leakage source, σ y and σ z are the atmospheric diffusion parameters, or dilution factors, which are the functions of x, and the unit of which is m, the expressions are σ Y " c 1ˆX p and σ Z " c 2ˆX g respectively, so we can get the gas concentration at any point in diffusion space if we know the two parameters in the formulas above.
Fitting of Gas Diffusion Model Parameters in Combination with the Influence of Buildings
In consideration of the differences in gas diffusion concentration caused by the influence of buildings, we use the theory of computational fluid dynamics (CFD) to simulate the diffused propane in a park. The simulation zone size is 50 mˆ50 mˆ10 m, the park zone includes five buildings which are numbered as building 1, building 2, building 3, building 4, and building 5, and the size of the building 1 is 10 mˆ10 mˆ5 m, the size of the rest four buildings is 5 mˆ5 mˆ5 m, and the size of leakage source is 1 mˆ1 mˆ2 m. We can get two gas diffusion models respectively with and without the influence of buildings. The leaking source has an intensity of 10.98 kg/s and a height of 2 m, namely H = 2 m. When the wind speed is 1.5 m/s, the gas diffusion conditions are shown in Figure 3 . 
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Fitting of Gas Diffusion Model Parameters in Combination with the Influence of Buildings
In consideration of the differences in gas diffusion concentration caused by the influence of buildings, we use the theory of computational fluid dynamics (CFD) to simulate the diffused propane in a park. The simulation zone size is 50 m × 50 m × 10 m, the park zone includes five buildings which are numbered as building 1, building 2, building 3, building 4, and building 5, and the size of the building 1 is 10 m × 10 m × 5 m, the size of the rest four buildings is 5 m × 5 m × 5 m, and the size of leakage source is 1 m × 1 m × 2 m. We can get two gas diffusion models respectively with and without the influence of buildings. The leaking source has an intensity of 10.98 kg/s and a height of 2 m, namely H = 2 m. When the wind speed is 1.5 m/s, the gas diffusion conditions are shown in Figure 3 . As shown in Figure 3b , the left small square indicates a propane gas leakage source, the squares at four corners denote four buildings, and the big square is the building 1. We can see that the diffusion conditions are very different from each other irrespective of the influence of buildings, so the influence of the buildings on the gas diffusion model is of great significance to the gas sensor deployment in an actual park.
We set z = 0.6 m as the observation surface in the simulation, and select lots of points on the surface to get the corresponding concentration, as the measured gas concentration is the molar concentration having a unit of kmol/m 3 , the unit of the Gaussian diffusion concentration is g/m 3 , and the propane gas molecular weight is 44 g/mol, 1 kmol/m 3 ×44 g/mol = 44,000 g/m 3 according to the formula. For easy calculation, the unit of the gas diffusion concentration is set to kg/m 3 , so the molarity multiplied by the molecular mass is equal to the diffusion concentration. According to the As shown in Figure 3b , the left small square indicates a propane gas leakage source, the squares at four corners denote four buildings, and the big square is the building 1. We can see that the diffusion conditions are very different from each other irrespective of the influence of buildings, so the influence of the buildings on the gas diffusion model is of great significance to the gas sensor deployment in an actual park.
We set z = 0.6 m as the observation surface in the simulation, and select lots of points on the surface to get the corresponding concentration, as the measured gas concentration is the molar concentration having a unit of kmol/m 3 , the unit of the Gaussian diffusion concentration is g/m 3 , and the propane gas molecular weight is 44 g/mol, 1 kmol/m 3ˆ4 4 g/mol = 44,000 g/m 3 according to the formula. For easy calculation, the unit of the gas diffusion concentration is set to kg/m 3 , so the molarity multiplied by the molecular mass is equal to the diffusion concentration. According to the values of these points, we can fit out the parameters c 1 , c 2 , p and g of the gas diffusion model based on WGABC algorithm.
The steps of the parameter fitting process are listed as follows:
Establishment of the objective function
For the estimation of gas diffusion model parameters, the most important thing is to establish the objective function. This paper uses the gas concentration difference between the prediction model and the measurement model as the objective function, which is minimized to obtain the optimal parameters.
The objective function is shown as follows:
where Y i is the concentration measured by simulation with the unit of kg/m 3 . Using the prediction model, we can get the concentration predicted, and the unit is kg/m 3 , N denotes the density samples according to the different observation points, and σ Y " c 1ˆX p ,
we use 57 density samples without the influence of buildings and 76 density samples with the influence of buildings, the algorithms of which are completed by MATLAB software.
Employed bee phase
In the Employed bee phase, the M food sources are randomly initialized to 4-dimensional matrixes which include initial parameters.
3.
Cross and mutate the jth element of each initialized food source with the jth element of the neighbor food source randomly according to Equation (5).
4.
Calculate the fitness of each food source according to the Equation (1) r f itness 1 , f itness 2¨¨¨f itness M s 1 .
5.
Calculate the probability of each food source according to the Equation (3). 6.
Onlooker bee phase Generate a number in the range of [0, 1] randomly, and compare the random number with the probability of each food source, if the probability of the random number is less than the food source, then cross and mutate the food source according to Equation (5).
7.
Scout bee phase
If a food source still cannot converge after limit times of crossover and mutation, the food source would be abandoned, an initialized new food source is created and at the same time the scout bee becomes an employed bee.
Keep iterating until reaching the global optimal value and obtaining the corresponding coordinates.
The fitting parameters obtained using the WGABC algorithm are shown in Tables 8 and 9 . Both of them are the minimum values obtained by repeating the experiment for 30 times. Table 8 . The parameters of the gas diffusion model without the influence of buildings.
No Buildings Exist
67.2723 1.3696´65.9386 Table 9 . The parameters of the gas diffusion model with the influence of buildings.
Buildings Exist
76.8196 0.3187´75.9183
The Optimal Deployment of Gas Sensor Based on WGABC Algorithm
We can obtain the different gas diffusion model according to the parameters obtained in Section 5.2. The gas diffusion model without the influence of buildings is shown as follows: Make the Equation (8) as the prediction model and the Equation (9) as the measurement model, then we deploy the gas sensor optimally using WGABC algorithm, the specific steps are presented as follows:
1.
Establish the experiment objective function
Based on the ABC optimization algorithm, the most important thing is to establish the objective function. This paper makes the average error of the prediction model and the measurement model as the objective function. There are N sensor nodes, the deployed locations of the nodes are used as the solution vector, and the average concentration error rate of the N sensors during the diffusion time is the objective function, which is made to be a minimum. The expression of the gas diffusion model without the influence of buildings is C 1 , and the expression of the gas diffusion model with the influence of buildings is C 2 .
The objective function is
The objective function is expressed as the average concentration error rate of predicted values and measured values of each leakage source in the sensor locations, where N is the number of gas sensors. The parameters of the food sources are sensor location coordinates, the range of x and y is within [0, 50] m, the value of z is set to be 0.6 m.
2.
Employed bee phase
In the employed bee phase, the M food sources are initialized randomly to D-dimensional matrixes, which include initial coordinates. P 1 " rpx 11 , y 11 q¨¨¨px 1D , y 1D qs (11) . . .
where
. . .
are the initial coordinates. The remaining steps are the same as Section 5.2, so, we can refer to those contents.
Simulation Experiments and Analysis
Simulation Scenario and Parameter Settings
The experiment simulates a propane gas leakage in a chemical industrial park, wherein the simulation area is 50 mˆ50 m, the mass release rate of the gas source is Q " 10.98 kg{s, the wind speed is 1.5 m/s, and the wind is blown to the x positive axis, and the number of iterations is 2000 in every experiment. Because z = 0.6 m, the x and y coordinates should be enough.
The Influence of Different Algorithms on the Gas Diffusion Concentration Error Rate
We research the convergence speed of different algorithms on the error rate between the predict diffusion model and the measuring model, meanwhile, the number of sensor nodes is 20, which means the dimension of the solution is 40. The number of food sources is 20, the number of particles is 20 in PSO algorithm, the number of populations is 20 in DE algorithm. The wind speed is 1.5 m/s. According to the objective function Equation (10), the change trend of the gas diffusion error rate is shown in Figure 4 . x y x y  (13)
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We research the convergence speed of different algorithms on the error rate between the predict diffusion model and the measuring model, meanwhile, the number of sensor nodes is 20, which means the dimension of the solution is 40. The number of food sources is 20, the number of particles is 20 in PSO algorithm, the number of populations is 20 in DE algorithm. The wind speed is 1.5 m/s. According to the objective function Equation (10), the change trend of the gas diffusion error rate is shown in Figure 4 . As shown in Figure 4 , the red curve represents the PSO algorithm, the blue curve represents the DE algorithm, the green curve represents the original ABC algorithm, the black curve represents the GABC algorithm literature [15] put forward, and the purple curve represents the WGABC algorithm we proposed. We can see the convergence speed and convergence precision of WGABC are better than the other four algorithms, and the experiment verifies that it is feasible to solve the problem of gas sensor optimum deployment using this improved algorithm. As shown in Figure 4 , the red curve represents the PSO algorithm, the blue curve represents the DE algorithm, the green curve represents the original ABC algorithm, the black curve represents the GABC algorithm literature [15] put forward, and the purple curve represents the WGABC algorithm we proposed. We can see the convergence speed and convergence precision of WGABC are better than the other four algorithms, and the experiment verifies that it is feasible to solve the problem of gas sensor optimum deployment using this improved algorithm.
Comparison of Monitored Concentration of Different Deployment Schemes
The optimal deployment scheme proposed in this paper is shown in Figure 5a , the deployment scheme based on PSO algorithm is shown in Figure 5b , the deployment scheme based on DE algorithm is shown in Figure 5c , and according to the Chinese GB50493-2009 and the Application Data Sheet ADS-001 Gas Sensor Placement Guidelines, multiple gas sensor monitoring networks are deployed usually in the form of the rectangle or sector, which are shown in Figure 5d ,e. 
The optimal deployment scheme proposed in this paper is shown in Figure 5a , the deployment scheme based on PSO algorithm is shown in Figure 5b , the deployment scheme based on DE algorithm is shown in Figure 5c , and according to the Chinese GB50493-2009 and the Application Data Sheet ADS-001 Gas Sensor Placement Guidelines, multiple gas sensor monitoring networks are deployed usually in the form of the rectangle or sector, which are shown in Figure 5d ,e. As shown in Figure 5a , the coordinates of eight sensors in the optimal deployment scheme are shown in Table 10 . In consideration of the influence of buildings on the gas diffusion, the influence of buildings can be prevented if the gas sensors are deployed at a horizontal distance of 35 m, so the method we proposed is very reasonable.
As shown in Figure 5b , the coordinates of eight sensors in the optimal deployment scheme are shown in Table 11 . Table 11 . The coordinates of gas sensor in optimal deployment scheme based on PSO algorithm. As shown in Figure 5c , the coordinates of eight sensors in the optimal deployment scheme are shown in Table 12 . We divided the simulation area into some grids with size of 5 mˆ5 m, and get the gas concentration of every grid point using the theory of CFD with simulation.
A1
The measured concentration is obtained from the grid point which is closest to the position of sensors, and the measured concentration of the deployed sensor based on WGABC algorithm is shown in Table 13 . The measured concentration of the deployed sensor based on PSO algorithm is shown in Table 14 . The measured concentration of the deployed sensor based on PSO algorithm is shown in Table 15 . According to Figure 5d , the space between each row and each column is 5 m, but due to the influence of the buildings, we need to take the buildings into account, so the coordinates of the sensors are shown in Table 16 . According to Figure 5e , the angle between the edge of the sector and horizontal direction is 30 degrees. The average space of the sector edge is 5 m, where the sensors are deployed. However, due to the influence of the buildings, we need to take the buildings into account, and the coordinates of the sensors are shown in Table 17 . 
The Alarm Concentration and Optimization Standards
According to the Chinese GB50493-2009, the lower explosive limit (LEL) of propane gas is 2.1% (volume ratio mixed with air), the upper explosive limit (ULE) of propane gas is 9.5%. Therefore, the optimization criterion of this paper is that the more sensors that monitor the alarm concentration, the better the deployment scheme.
The Performance Analysis of Different Deployment Schemes
We can know whether the detected concentration reaches the alarm concentration or not according to the formula V " Cˆ22.4L{mol , so the gas volume fractions of five schemes are shown in Tables 18-22 , respectively. The concentration volume fractions that reached the alarm concentration fraction are in bold font in the tables above. So we can know that the number of alarm sensors is seven in the scheme we proposed, and the alarm rate is 87.5%. The number of alarm sensors is four in the scheme based on PSO algorithm, and it is the same as the scheme based on DE algorithm, and both of the alarm rate in the two schemes is 50%. The number of alarm sensors is 0 in the rectangular scheme according to the standard, the number of alarm sensors is three in the sector scheme according to the standard, and the alarm rate is only 37.5%. The performance difference of different schemes is shown in Figure 6 , from which we can know directly that the optimization deployment scheme this paper proposed can improve the efficiency of monitoring significantly as compared with the other deployment schemes. So this deployment method is feasible and practical to some extent. The concentration volume fractions that reached the alarm concentration fraction are in bold font in the tables above. So we can know that the number of alarm sensors is seven in the scheme we proposed, and the alarm rate is 87.5%. The number of alarm sensors is four in the scheme based on PSO algorithm, and it is the same as the scheme based on DE algorithm, and both of the alarm rate in the two schemes is 50%. The number of alarm sensors is 0 in the rectangular scheme according to the standard, the number of alarm sensors is three in the sector scheme according to the standard, and the alarm rate is only 37.5%. The performance difference of different schemes is shown in Figure 6 , from which we can know directly that the optimization deployment scheme this paper proposed can improve the efficiency of monitoring significantly as compared with the other deployment schemes. So this deployment method is feasible and practical to some extent. 
Conclusions
In the chemical industrial park, the gas sensor installed in accordance with the traditional standards may not detect gas leakage efficiently due to the influence of buildings, so it is very necessary to adopt the gas sensor network deployment method designed in consideration of both the gas characteristic and environment characteristic, meanwhile, the method can provide 
In the chemical industrial park, the gas sensor installed in accordance with the traditional standards may not detect gas leakage efficiently due to the influence of buildings, so it is very necessary to adopt the gas sensor network deployment method designed in consideration of both the gas characteristic and environment characteristic, meanwhile, the method can provide inspiration and guidance for current layout schemes. In this paper, we first propose the improved ABC algorithm called Weighted Global ABC algorithm considering global factors and aimed at solving the problem of slow convergence speed in the search stage of the solution search equation without considering global factors. We not only consider the global factors but also give an expression of the global weight in front of the global factors, which provide the algorithm with good global optimization characteristic at the beginning of the iteration and good local optimization characteristic at the end of the iteration. Then we verified the effectiveness of the algorithm on different benchmark functions compared with PSO algorithm, DE algorithm, ABC algorithm, and GABC algorithm. Then we get the gas diffusion concentration using the theory of CFD by way of simulation, and fitted out the parameters of the gas diffusion with the influence of buildings and without the influence of buildings based on WGABC algorithm, and obtained two gas diffusion models. Finally, we proposed a new type of deployment optimization scheme using WGABC algorithm, and the experiment shows that the monitoring efficiency of the proposed scheme is better than the other schemes, the monitoring efficiency of the proposed scheme is 87.5%, meanwhile, those of the others are 50%, 0, and 37.5% respectively, so the improvement is obvious. Now this thesis mainly takes into consideration the impact of buildings on the gas diffusion concentration, and the future studies may be focused on the gas sensor deployment optimization under the circumstances that topography has an influence on gas diffusion.
